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means of arc welding and cutting as
follows:

(1) When electrode holders are to be
left unattended, the electrodes shall be
removed and the holders shall be so
placed or protected that they cannot
make electrical contact with employ-
ees or conducting objects.

(2) Hot electrode holders shall not be
dipped in water; to do so may expose
the arc welder or cutter to electric
shock.

(3) When the arc welder or cutter has
occasion to leave his work or to stop
work for any appreciable length of
time, or when the arc welding or cut-
ting machine is to be moved, the power
supply switch to the equipment shall
be opened.

(4) Any faulty or defective equipment
shall be reported to the supervisor.

(5) See §1926.406(c) for additional re-
quirements.

(e) Shielding. Whenever practicable,
all arc welding and cutting operations
shall be shielded by noncombustible or
flameproof screens which will protect
employees and other persons working
in the vicinity from the direct rays of
the arc.

[44 FR 8577, Feb. 9, 1979; 44 FR 20940, Apr. 6,
1979, as amended at 51 FR 25318, July 11, 1986]

§1926.352 Fire prevention.

(a) When practical, objects to be
welded, cut, or heated shall be moved
to a designated safe location or, if the
objects to be welded, cut, or heated
cannot be readily moved, all movable
fire hazards in the vicinity shall be
taken to a safe place, or otherwise pro-
tected.

(b) If the object to be welded, cut, or
heated cannot be moved and if all the
fire hazards cannot be removed, posi-
tive means shall be taken to confine
the heat, sparks, and slag, and to pro-
tect the immovable fire hazards from
them.

(¢) No welding, cutting, or heating
shall be done where the application of
flammable paints, or the presence of
other flammable compounds, or heavy
dust concentrations creates a hazard.

(d) Suitable fire extinguishing equip-
ment shall be immediately available in
the work area and shall be maintained
in a state of readiness for instant use.

§1926.352

(e) When the welding, cutting, or
heating operation is such that normal
fire prevention precautions are not suf-
ficient, additional personnel shall be
assigned to guard against fire while the
actual welding, cutting, or heating op-
eration is being performed, and for a
sufficient period of time after comple-
tion of the work to ensure that no pos-
sibility of fire exists. Such personnel
shall be instructed as to the specific
anticipated fire hazards and how the
firefighting equipment provided is to
be used.

(f) When welding, cutting, or heating
is performed on walls, floors, and ceil-
ings, since direct penetration of sparks
or heat transfer may introduce a fire
hazard to an adjacent area, the same
precautions shall be taken on the oppo-
site side as are taken on the side on
which the welding is being performed.

(g) For the elimination of possible
fire in enclosed spaces as a result of gas
escaping through leaking or improp-
erly closed torch valves, the gas supply
to the torch shall be positively shut off
at some point outside the enclosed
space whenever the torch is not to be
used or whenever the torch is left unat-
tended for a substantial period of time,
such as during the lunch period. Over-
night and at the change of shifts, the
torch and hose shall be removed from
the confined space. Open end fuel gas
and oxygen hoses shall be immediately
removed from enclosed spaces when
they are disconnected from the torch
or other gas-consuming device.

(h) Except when the contents are
being removed or transferred, drums,
pails, and other containers which con-
tain or have contained flammable lig-
uids shall be kept closed. Empty con-
tainers shall be removed to a safe area
apart from hot work operations or open
flames.

(i) Drums containers, or hollow
structures which have contained toxic
or flammable substances shall, before
welding, cutting, or heating is under-
taken on them, either be filled with
water or thoroughly cleaned of such
substances and ventilated and tested.
For welding, cutting and heating on
steel pipelines containing natural gas,
the pertinent portions of regulations
issued by the Department of Transpor-
tation, Office of Pipeline Safety, 49
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CFR Part 192, Minimum Federal Safety
Standards for Gas Pipelines, shall
apply.

(j) Before heat is applied to a drum,
container, or hollow structure, a vent
or opening shall be provided for the re-
lease of any built-up pressure during
the application of heat.

§1926.353 Ventilation and protection
in welding, cutting, and heating.

(a) Mechanical wventilation. For pur-
poses of this section, mechanical ven-
tilation shall meet the following re-
quirements:

(1) Mechanical ventilation shall con-
sist of either general mechanical ven-
tilation systems or local exhaust sys-
tems.

(2) General mechanical ventilation
shall be of sufficient capacity and so
arranged as to produce the number of
air changes necessary to maintain
welding fumes and smoke within safe
limits, as defined in subpart D of this
part.

(3) Local exhaust ventilation shall
consist of freely movable hoods in-
tended to be placed by the welder or
burner as close as practicable to the
work. This system shall be of sufficient
capacity and so arranged as to remove
fumes and smoke at the source and
keep the concentration of them in the
breathing zone within safe limits as de-
fined in subpart D of this part.

(4) Contaminated air exhausted from
a working space shall be discharged
into the open air or otherwise clear of
the source of intake air.

(5) All air replacing that withdrawn
shall be clean and respirable.

(6) Oxygen shall not be used for ven-
tilation purposes, comfort cooling,
blowing dust from clothing, or for
cleaning the work area.

(b) Welding, cutting, and heating in
confined spaces. (1) Except as provided
in paragraph (b)(2) of this section, and
paragraph (c)(2) of this section, either
general mechanical or local exhaust
ventilation meeting the requirements
of paragraph (a) of this section shall be
provided whenever welding, cutting, or
heating is performed in a confined
space.

(2) When sufficient ventilation can-
not be obtained without blocking the
means of access, employees in the con-

29 CFR Ch. XVII (7-1-01 Edition)

fined space shall be protected by air
line respirators in accordance with the
requirements of subpart E of this part,
and an employee on the outside of such
a confined space shall be assigned to
maintain communication with those
working within it and to aid them in
an emergency.

(3) Lifelines. Where a welder must
enter a confined space through a man-
hole or other small opening, means
shall be provided for quickly removing
him in case of emergency. When safety
belts and lifelines are used for this pur-
pose they shall be so attached to the
welder’s body that his body cannot be
jammed in a small exit opening. An at-
tendant with a pre-planned rescue pro-
cedure shall be stationed outside to ob-
serve the welder at all times and be ca-
pable of putting rescue operations into
effect.

(c) Welding, cutting, or heating of met-
als of toxic significance. (1) Welding, cut-
ting, or heating in any enclosed spaces
involving the metals specified in this
subparagraph shall be performed with
either general mechanical or local ex-
haust ventilation meeting the require-
ments of paragraph (a) of this section:

(i) Zinc-bearing base or filler metals
or metals coated with zinc-bearing ma-
terials;

(ii) Lead base metals;

(iii) Cadmium-bearing filler
rials;

(iv) Chromium-bearing metals or
metals coated with chromium-bearing
materials.

(2) Welding, cutting, or heating in
any enclosed spaces involving the met-
als specified in this subparagraph shall
be performed with local exhaust ven-
tilation in accordance with the require-
ments of paragraph (a) of this section,
or employees shall be protected by air
line respirators in accordance with the
requirements of subpart E of this part:

(i) Metals containing lead, other than
as an impurity, or metals coated with
lead-bearing materials;

(ii) Cadmium-bearing or cadmium-
coated base metals;

(iii) Metals coated with mercury-
bearing metals;

(iv) Beryllium-containing base or
filler metals. Because of its high tox-
icity, work involving beryllium shall

mate-
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